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Date: 231812010

Derogation(s) from the Saudi Arabian Grid Code

Section(s) of the Code related by the proposed derogation: Registration No.
25512 08D011, 09D014,

08D043, 09D047,
08D051, 09D052,
08D055, 09D058.

Brief description of the proposed derogations:
Generators Step-up Transformers as installed have off load tap-changer. Therefore, on-
load tap changing facilities is not possible on these units.

| Derogation is therefore required to continue operation of machine without OLTC facilities
|

| for a period of 15 years. i

GCS5C's Assessment / Views:

Please refer to Clause 4 of the Eighth Meeting Minutes, and Clause 3 of the Ninth
Meeting Minutes. (attached)

GCSC Recommendation: Chairman’s Signature:

Committee accepted these derogation after modifying //_,_;_
' the period required for derogation from 15 years to the ( __“#‘

date of transformer's replacement.

The Acceptance is occured by a majority of votes (12

out of 13 votes).

_ Hamed A. Al-Saggaf
Against (G2).




Appendix |l

Name of Plant: Rabigh Power Plant
Type of Unit : ABB Gas turbines, Type-11D5
Unit No - GT#1to 8

Form for seeking derogation from the Saudi Arabian Grid Code

Submitted by: Date of Registration No. (fo be assigned by GCSC
Name Submission: Secretariaf):
GTS. SEC — WR 21042000 (07D O/
Detail of the Applicant:
Name, signature, and official stamp: Address (including phone, fax, and email):
Divisional Manager, E & 1 GTS, Jeddah

| Engr. Ramzi Y. Kamfer. / (026538250, gtweidv@se.com.sa).

- Engr. Sheikh M. Nazimuddin. Elactrlcal Engineer, E & | GTS, Jeddah
| (026538486, 10859@se.com.sa)

Sections(s)/clauses of the Code from whlch Derogation is being sought:
25512
On-load Tap changer on Generator Step-up Transformers

Reason(s)/justification for seeking the requested Derogation (clearly state the reasons for requesting
the Derogation also including the information required in section 1.11 of the Grid Code for seeking
Derogations. Attach additional supporting information, if necessary):

The Generator Step-up Transformers as installed have off load tap-changers. Therefore, on-load
tap changing facility is not available on these units.

Derogation _is therefore required to continue operation of machine without on-load tap
changing of GUS for a period of Fifteen (15) — years..

Implications if the request is denied:

On-load tap changing on these units is not possible.

Requests should be submitted to GCSC Chairman at the following address:
Transmission Regulation Department, TBU Building (B), Second Floor, Al-Marooj
P.O. Box: 57, Riyadh 11411.

| Tel: (01) 4087510; Fax: 4087511; Email: APTRGMG@se.com.sa

Authorized by: Approved by:
C o \::} .'\"-:'
(< é‘/
] —
ﬁ T :
Depart%e t Manager, Department Manager,

Rabigh Power Plant Generation Technical Support



Appendix |l

Name of Plant: Rabigh Power Plant
Type of Unit : ABB Combined Cycle units, Stage Il
Unit No - CC1 & CC2

Form for seeking derogation from the Saudi Arabian Grid Code

Submitted by: Date of Registration No. (fo be assigned by GCSC
Name Submission: Secretariaf).

21042000 (O7T D 0/

GTS, SEC -WR

 Detail of the Applicant:

Name, signature, and official stamp: /'7 Address (including phone, 'fax. and email):
I: 2 ) Divisional Manager, E & | GTS, Jeddah

el

Engr. Ramzi Y. Kamfer. ~_—=" | (026538250, gtweidv@se.com.sa).

Engr. Sheikh M. Nazimuddin. f Z‘FEE - ¢, Electrical Engineer, E & | GTS, Jeddah

I (026538486, 10859@se.com.sa)

Sections(s)/clauses of the Code from which Derogation is being sought:
2800
On-load Tap changer on Generator Step-up Transformers

Reason(s)/justification for seeking the requested Derogation (clearly state the reasons for requesting

the Derogation also including the information required in section 1.11 of the Grid Code for seeking
Derogations. Attach additional supporting information, if necessary):

The Generator Step-up Transformers as installed have off load tap-changers. Therefore, on-load

tap changing facility is not available on these units.

Derogation is therefore required to continue operation of machine without on-load tap

changing of GUS for a period of Fifteen (15) — years..

Implications if the request is denied:

On-load tap changing on these units is not possible.

Requests should be submitted to GCSC Chairman at the following address:
Transmission Regulation Department, TBU Building (B), Second Floor, Al-Marooj
P.O. Box: 57, Riyadh 11411.

Tel: (01) 4087510; Fax: 4087511; Email: APTRGMG@se.com.sa

Authorized by: Approved by:
/ et TR
e
%@Deﬁﬁéﬁme t Manager, Department Manager,

Rabigh Power Plant Generation Technical Support
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Appendix |l

Name of Plant: Makkah Power Plant.
Type of Unit : ABB Gas-turbines, 11D5
Unit No - GT#8to12

Form for seeking derogation from the Saudi Arabian Grid Code

Submitted by: ' Date of Registration No. (fo be assigned by GCSC
Name Submission: Secretariat).

GTS,SEC-WR | 14.04.2009 ]0‘{ D as> |

Detail of the Applicant:

| Divisional Manager, E & | GTS, Jeddah

MName, signature, and official stamp: | Address (including phone, fax, and email): I
Q (026538250, gtweidv@se.com.sa).

Engr. Ramzi Y. Kamfer.

" Engr. Sheikh M. Nazimuddin. oA
¥ 7‘7’3’7——-&@1“

N

Electrical Engineer, E & | GTS, Jeddah
(026538486, 10859(@se.com.sa)

Sections(s)/clauses of the Code from which Dei‘ogation is being sought: ‘
Pt RS
On-load Tap changer on Generator Step-up Transformers |

| Reason(s)/justification for seeking the requested Derogation (clearly state the reasons for requesting
the Derogation also including the information required in section 1.11 of the Grid Code for seeking
Derogations. Attach additional supporting information, if necessary):

| The Generator Step-up Transformers as installed have off load tap-changer. Therefore on-load
tap changing facility is not available on these units.

|

|

Derogation is therefore reguired to continue operation of machine without on-load tap changing of |
GUS for a period of 15 — vears..

Implications if the request is denied:

On-load tap changing on these units is not possible.

| |
| Requests should be submitted to GCSC Chairman at the following address:

| Transmission Regulation Department, TBU Building (B), Second Floor, Al-Marooj

| P.O. Box: 57, Riyadh 11411,

| Tel: (01) 4087510; Fax: 4087511; Email: APTRGMG@se.com.sa

Authorized by: Approved by:

e, - a\e W

Department Manager, Department Manager,
Makkah & Taif Power Plants Generation Technical Support




Name of Plant: Makkah Power Plant,
Type of Unit : GE Gas-turbines, Frame-7B.
Unit Ne ' GT#4t07,

Form for seeking derogation from the Saudi Arablan Grid Code

Submitted by: Daoto of Rogistration Na. (foc be assigned by GCSC
Name Submiselon: Secretarial).
GTS, SEC - WR 14.04.2009 09D 997
Datall of the Applicant:
Name, signature, and official stamp: "Address (Including phone, fax, and emall):
| Dlvislonal Managar, E & | GTS, Jeddah
Engr. Ramzl Y. Kamfer, ” | (02BE38260, gtwaidv@ae.com.aa).

lectrical Engineer, E & | GTB, Joddah
(0285638488, 10860@s0.com.Ba)

“Sactions|s)/ciauses of tha Codo from which Derogation |s belng sought:
25512

On-load Tap changer on Generatoer Step=-up Transformers

Reason{s)justification for sooking the requastad Dorogation (cisarly 8tale (he regsons for requesting
tho Derogation also Inoluding the informalion requirad In section 1.11 of the Grid Code for soeking !
Deropations. Attach additional supporting information, If nacessary): !I

Engr. Shalkh M. Nazimuddin. &

The Generator Stepsup Transformers as installed have off Ioad tap-changer. Therefore on-load '
tap changing facility ls not available on these units

impilcations If the raguast Is denlad:

On-load tap chenging on thesa unlts is not possitle.

Ropuosts should be submitted to GCSC Chalrman at tho following addreas:
 Tranemission Ragulation Department, TBY 3ullding (B), Second Floor, Al-Marog]
P.0. Box: 57, Riyadh 11411, _
 Tal: (0] 4087510; Faxi 4087511; Emal: APTREGMB@E)ee com &a

Authorized by:

T R
Ky

Department Manager,
Makkah & Taif Power Plants
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Appendix |l

Name of Plant: Makkah Power Plant.
Type of Unit : GE Gas-turbines, Frame-7E
Unit No . GT#13 to 16

Form for seeking derogation from the Saudi Arabian Grid Code

| Submitted by: Date of Registration No. (fo be assigned by GCSC
' Name Submission: Secretariat).
GTS. SEC - WR 14.04.2009 0 ? D sy
 Detail of the Applicant:
Name, signature, and official stamp: Address (including phone, fax, and email):
Divisional Manager, E & | GTS, Jeddah
Engr. Ramzi Y. Kamfer. / (026538250, gtweidv@se.com.sa).

% |
Engr. Sheikh M. Nazimuddin. 7, v (| | Electrical Engineer, E & | GTS, Jeddah
] H | (026538486, 10859@se.com.s3)

Sections(s)/clauses of the Code from which Derogation is being sought:
2.5.5.12
On-load Tap changer on Generator Step-up Transformers

| Reason(s)/justification for seeking the requested Derogation (clearly state the reasons for requesting
the Derogation also including the information required in section 1.11 of the Grid Code for seeking
Derogations. Attach additional supporting information, if necessary):

| The Generator Step-up Transformers as installed have off load tap-changer. Therefore on-load
| tap changing facility is not available on these units.

| Derogation is therefore required to continue operation of machine without on-load tap changing of
| GUS for a period of 15 — years..

I
| Implications if the request is denied: ‘

On-load tap changing on these units is not possible.

Requests should be submitted to GCSC Chairman at the following address:
Transmission Regulation Department, TBU Building (B), Second Floor, Al-Marooj
P.O. Box: 57, Riyadh 11411.

Tel: (01) 4087510; Fax: 4087511; Email: APTRGMG®@se.com.sa

Authorized by: Approved by:

— S N Ve
— =

Department Manager, Department Manager,
Makkah & Taif Power Plants Generation Technical Support




=
Appendix |l @

Name of Plant: Makkah Power Plant.
Type of Unit : GE Gas-turbines, Frame-7E
Unit No  GT#17 & 18

Form for seeking derogation from the Saudi Arabian Grid Code

Submlttad by: Date of Registration No. (fo be assigned by GCSC
| Name Submission: Secretariat):

14.04.2009 \ O 5 e

GTS, SEC - WR
Detail of the Applicant:

Name, signature, and official stamp: Address (including phone, fax, and email):
Divisional Manager, E & | GTS, Jeddah
Engr Ramzi Y. Kamfer. / (026538250, gtweidv@se.com.sa).

Engr Sheikh M. Nazimuddin ”Taﬁ Qf, Electrical Engineer, E & | GTS, Jeddah
(026538486, 10859@se.com.sa)

' Sections(s)/clauses of the Code from which Derogation is being sought:
285612
On-load Tap changer on Generator Step-up Transformers

Reason(s)/justification for seeking the requested Derogation (clearly state the reasons for requesﬁng—
| the Derogation also including the information required in section 1.11 of the Grid Code for seeking
; Derogations. Attach additional supporting information, if necessary):

| The Generator Step-up Transformers as installed have off load tap-changer. Therefore on-load |
: tap changing facility is not available on these units. I

| Derogation is therefore reguired to continue operation of machine without on-load tap changing of |
GUS for a period of 15 — years..

Implications if the request is denied: i
On-load tap changing on thase units is not possible.

|

: Requests shouid be submitted to GCSC Chairman at the following address:

| Transmission Regulation Department, TBU Building (B), Second Floor, Al-Marooj

P.O. Box: 57, Rivadh 11411. i
Tel: (01) 4087510; Fax; 4087511; Email: APTRGMG@se.com.sa

Authorized by: Approved by:
R
_T‘ T m N\
Department Manager, Department Manager,

Makkah & Taif Power Plants Generation Technical Support






